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TYPICAL OVERALL CEC GANTRY / VMS SITE LAYOUT
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Safety Fence

End of Safety

Barrier

4 Metre

Minimum Overlap

Kerb Line or Edge

of Hardshoulder

SITE LAYOUT AS NDX1001-01 SHEET 4

VEHICLE HARD-STANDING

See Note 3

See Note 4

Continuation of Paving

Providing Remote Service

Cabinet Access

Boundary Fence

Option 3 is for DNO supply making this cabinet a TP

4.

NOTES

3.

2.

1.

Vehicle hard-standing to be constructed in accordance

Options 1 & 2 are for power cables from remote TP

making this cabinet a TEDP.

5.

Access paving to form continous walkway with site paving,

distance between vehicle hard-standing and VMS site to

be a minimum consistent with note 3 and site topology.

with drawing NDX1072-00 sheet. 2.

Ducting and chambers to be installed as drawing

NDX1063-01, 02 & 03.

TP or TEDP

Option 3

Option 1Option 2

Concrete Plinth
Spare

1 x 100mm Duct unless

2 x 150mm required

REISSUEDB BD 10/09/10

or TP/TEDP.


